
ANALYTICAL REPORTS

SAMPLE CODE: 354789

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189363

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

0.0031030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:15 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354789 Lead Only Date Printed: 8/1/2016 9:01:12 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354790

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189364

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

ND1030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:35 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354790 Lead Only Date Printed: 8/1/2016 9:01:13 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354791

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189365

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

0.0041030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:16 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354791 Lead Only Date Printed: 8/1/2016 9:01:13 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354792

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189366

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

0.0021030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:37 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354792 Lead Only Date Printed: 8/1/2016 9:01:14 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354793

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189367

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

0.0051030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:17 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354793 Lead Only Date Printed: 8/1/2016 9:01:14 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354794

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189368

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

0.0021030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:38 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354794 Lead Only Date Printed: 8/1/2016 9:01:15 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354795

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189369

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

ND1030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:18 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354795 Lead Only Date Printed: 8/1/2016 9:01:16 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354796

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189370

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

ND1030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:39 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354796 Lead Only Date Printed: 8/1/2016 9:01:16 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354797

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189371

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

ND1030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:18 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354797 Lead Only Date Printed: 8/1/2016 9:01:17 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354798

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189372

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

ND1030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:40 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354798 Lead Only Date Printed: 8/1/2016 9:01:17 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354799

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189373

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

0.0011030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:20 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354799 Lead Only Date Printed: 8/1/2016 9:01:18 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354800

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189374

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

ND1030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:42 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354800 Lead Only Date Printed: 8/1/2016 9:01:19 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354801

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189375

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

0.0031030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:20 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354801 Lead Only Date Printed: 8/1/2016 9:01:19 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354802

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189376

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

ND1030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:43 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354802 Lead Only Date Printed: 8/1/2016 9:01:20 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354803

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189377

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

ND1030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:21 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354803 Lead Only Date Printed: 8/1/2016 9:01:20 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354804

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189378

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

ND1030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:45 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354804 Lead Only Date Printed: 8/1/2016 9:01:21 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354805

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189379

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

0.0011030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:22 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354805 Lead Only Date Printed: 8/1/2016 9:01:22 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354806

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189380

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

ND1030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:48 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354806 Lead Only Date Printed: 8/1/2016 9:01:22 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354807

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189381

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

0.0021030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:22 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354807 Lead Only Date Printed: 8/1/2016 9:01:23 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354808

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189382

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

ND1030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:48 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354808 Lead Only Date Printed: 8/1/2016 9:01:23 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354809

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189383

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

0.0041030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:24 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354809 Lead Only Date Printed: 8/1/2016 9:01:24 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354810

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189384

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

0.0061030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:51 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354810 Lead Only Date Printed: 8/1/2016 9:01:25 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354811

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189385

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

0.0021030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:24 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354811 Lead Only Date Printed: 8/1/2016 9:01:25 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354812

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189386

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

ND1030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:51 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354812 Lead Only Date Printed: 8/1/2016 9:01:26 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354813

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189387

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

0.0021030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:27 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354813 Lead Only Date Printed: 8/1/2016 9:01:26 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354814

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189388

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

ND1030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:55 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354814 Lead Only Date Printed: 8/1/2016 9:01:27 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354815

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189389

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

0.0011030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:27 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354815 Lead Only Date Printed: 8/1/2016 9:01:28 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354816

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189390

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

ND1030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:55 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354816 Lead Only Date Printed: 8/1/2016 9:01:28 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354817

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189391

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

0.0031030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:52 5/18/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.

11 ofPage 354817 Lead Only Date Printed: 8/1/2016 9:01:29 AM



ANALYTICAL REPORTS

SAMPLE CODE: 354818

Customer: Clean Air Works
Mike  Collins
2622 West Fischer Fwy
Detroit, MI 48216

Date/Time Received:

Collected by:

5/11/2016 15:31

M. Collins

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

5/20/2016

Report Notes:

Source: CDA, 189392

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

ND1030 Lead 200.8 0.015 0.001mg/L 5/11/2016 04:55 5/19/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
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