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1.0 SUMMARY OF FINDINGS 

In accordance with your request, Performance Environmental Services, Inc. (Performance) conducted 
drinking water testing on April 29, 2016 at Cornerstone Schools Association located at 6861 E. Nevada in 
Detroit, Michigan. The purpose of the testing was to document the absence or presence of potential 
health hazards associated with the exposure of copper and lead in the drinking water. The study included 
the collection of representative drinking water samples.  
 

The results of the drinking water testing do not indicate a need for response actions to reduce exposure 
at this time.  
 
Enclosed, please find the Drinking Water Testing Report.  If there are any questions or comments 
concerning this report or our recommendations, please do not hesitate to contact us. 
 
Respectfully, 
 
PERFORMANCE ENVIRONMENTAL SERVICES, INC. 

 
Dennis A. Wood 
Senior Project Manager 
 
DAW:hr 

Regan
Highlight
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2.0 BACKGROUND 

In accordance with your request, Performance Environmental Services, Inc. (Performance) conducted 
drinking water testing for copper and lead at Cornerstone Schools Association located at 6861 E. Nevada 
in Detroit, Michigan.   The purpose of the testing was to document the absence or presence of potential 
health hazards associated with copper and lead in the drinking water as described in the EPA document 
entitled “3Ts for Reducing Lead in Drinking Water in Schools:  Revised Technical Guidance” for facilities 
not defined as a public water system who are required to adhere to the EPA Lead and Copper Rule (40 
CFR Part 141 Subpart I).  The study included the collection of representative drinking water samples.  
Performance conducted the drinking water testing on April 29, 2016. 

3.0 ASSESSMENT METHODOLOGY 

3.1 Drinking Water Testing 

Performance implemented sampling methodologies as described in section 4 of the “3Ts for 
Reducing Lead in Drinking Water in Schools:  Revised Technical Guidance” to collect drinking water 
samples for concentrations of copper and lead.  The samples were collected first draw (stagnant 
sample) using laboratory provided 250 ml containers.  The samples were maintained under a chain-
of-custody record and submitted to a laboratory for analysis by Inductively Coupled Plasma – Mass 
Spectrometry (EPA method 200.8).  The samples were analyzed by Brighton Analytical, L.L.C. located 
at 2105 Pless Drive, Brighton, MI 48116 (810)229-7575. 

4.0 RESULTS  

4.1 Drinking Water Analysis 

Twenty-one (21) samples were collected for concentrations of copper and lead.  The EPA Lead and 
Copper rule requires that copper concentrations not exceed an action level of 1.3 ppm (1,300 ppb) 
and lead concentrations not exceed an action level of 20 ppb.  The results are as follows: 

 
Copper Results: 
 

Sample ID Location 
Result 
(ppb) 

EPA Action Level 
(ppb) 

6861-1 North 1st floor drinking fountain by teacher’s lounge 120 1,300 

6861-2 South 1st floor drinking fountain by teacher’s lounge 130 1,300 

6861-3 Sink in recruiter office – 1st floor 440 1,300 

6861-4 Sink in faculty lounge by room 120 – 1st floor 250 1,300 

6861-5 East 1st floor drinking fountain by office 124 160 1,300 

6861-6 West 1st floor drinking fountain by office 124 150 1,300 

6861-7 Sink in teacher/parent lounge by gym – 1st floor 110 1,300 

6861-8 
North 1st floor drinking fountain by  

counseling department 
130 1,300 

6861-9 
South 1st floor drinking fountain by  

counseling department 
120 1,300 

6861-10 Drinking fountain on floor 1R 80 1,300 
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Sample ID Location 
Result 
(ppb) 

EPA Action Level 
(ppb) 

6861-11 Sink by dishwasher in cafeteria on floor 1R 80 1,300 

6861-12 
Hand washing sink by dishwasher in cafeteria on 

floor 1R 
620 1,300 

6861-13 Sink across from stove in cafeteria on floor 1R 50 1,300 

6861-14 Salad preparation sink in cafeteria on floor 1R 350 1,300 

6861-15 Sink in teacher’s lounge on floor 1R 950 1,300 

6861-16 Kitchen sink in apartments on floor 1R 360 1,300 

6861-17 2nd floor drinking fountain  190 1,300 

6861-18 Sink in floor 2R kitchen 250 1,300 

6861-19 High school drinking fountain on floor 2R 240 1,300 

6861-20 High school drinking fountain in basement 440 1,300 

6861-21 Sink in receiving area in basement 130 1,300 

 
Lead Results: 

Sample ID Location 
Result 
(ppb) 

EPA Action Level 
(ppb) 

6861-1 
North 1st floor drinking fountain by 

teacher’s lounge 
Not detected 20 

6861-2 
South 1st floor drinking fountain by 

teacher’s lounge 
Not detected 20 

6861-3 Sink in recruiter office – 1st floor Not detected 20 

6861-4 
Sink in faculty lounge by room 120 –  

1st floor 
Not detected 20 

6861-5 
East 1st floor drinking fountain by  

office 124 
Not detected 20 

6861-6 
West 1st floor drinking fountain by 

 office 124 
Not detected 20 

6861-7 
Sink in teacher/parent lounge by gym – 

 1st floor 
Not detected 20 

6861-8 
North 1st floor drinking fountain by 

counseling department 
Not detected 20 

6861-9 
South 1st floor drinking fountain by 

counseling department 
Not detected 20 

6861-10 Drinking fountain on floor 1R Not detected 20 

6861-11 Sink by dishwasher in cafeteria on floor 1R Not detected 20 

6861-12 
Hand washing sink by dishwasher in 

cafeteria on floor 1R 
Not detected 20 

6861-13 
Sink across from stove in cafeteria on  

floor 1R 
Not detected 20 

6861-14 
Salad preparation sink in cafeteria on 

 floor 1R 
15 20 
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Sample ID Location 
Result 
(ppb) 

EPA Action Level 
(ppb) 

6861-15 Sink in teacher’s lounge on floor 1R 8 20 

6861-16 Kitchen sink in apartments on floor 1R Not detected 20 

6861-17 2nd floor drinking fountain  Not detected 20 

6861-18 Sink in floor 2R kitchen Not detected 20 

6861-19 High school drinking fountain on floor 2R Not detected 20 

6861-20 High school drinking fountain in basement Not detected 20 

6861-21 Sink in receiving area in basement Not detected 20 

5.0 BACKGROUND INFORMATION 

5.1 Health Effects of Lead Exposure 

Lead can cause serious health problems if too much enters your body from drinking water or other 
sources.  Some facts about lead exposure include:  
 

 Infants, young children and pregnant women are at greatest risk to lead exposure;  

 Increased lead levels have been shown to cause damage to the brain and kidneys;  

 Increased lead levels interfere with the production of red blood cells that carry oxygen to 
all parts of your body; 

 Scientists have linked the effects of lead on the brain to lowered intelligence quotient (IQ) 
in children;  

 Adults with kidney problems and high blood pressure can be affected by lower levels of 
lead more than healthy adults;  

 Lead is stored in the bones and it can be released later in life; and, 

 During pregnancy, the fetus can receive lead from the mother’s bones which may affect 
brain development.  

5.2 Health Effects of Copper Exposure 

Excess copper exposure can cause stomach and intestinal distress, liver or kidney damage, and 
complications of Wilson’s disease.  In addition, children’s bodies absorb more copper than the 
average adult because of their rapid development and higher metabolism. 

6.0 LIMITATIONS 

The results of our tests represent conditions only at the time sampling occurred; thus, this report should 
not be relied on to represent conditions at other locations, times, or dates.  Our opinions are based upon 
findings and upon our professional expertise with no warranty or guarantee implied herein.  This report 
is intended for the sole use of your firm and its assigned agents.  Performance accepts no responsibility 
for interpretation of this report by others.  Its content shall not be used or relied on by other parties 
without prior written authorization of Performance.
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