
ANALYTICAL REPORTS

SAMPLE CODE: 350698

Customer: EKS Services Inc.
Steve Dancy
7451 Third Street
Suite 110
Detroit, MI 48202

Date/Time Received:

Collected by:

2/22/2016 10:00

K. Nault

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

3/2/2016

Report Notes:

Source: 179404, Waldorf School, Water
Fountain, Early Childhood Area

Source City: Detroit

Source State: MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

LCR= Lead & Copper Rule

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

0.0811022 Copper (LCR) 200.8 1.3 0.002mg/L 2/22/2016 07:37 3/1/20161

ND1030 Lead 200.8 0.015 0.001mg/L 2/22/2016 07:37 3/1/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
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ANALYTICAL REPORTS

SAMPLE CODE: 350699

Customer: EKS Services Inc.
Steve Dancy
7451 Third Street
Suite 110
Detroit, MI 48202

Date/Time Received:

Collected by:

2/22/2016 10:00

K. Nault

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

3/2/2016

Report Notes:

Source: 179402, Waldorf School, Water
Fountain, 8th Grade Area

Source City: Detroit

Source State: MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

LCR= Lead & Copper Rule

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

0.4101022 Copper (LCR) 200.8 1.3 0.002mg/L 2/22/2016 07:42 3/1/20161

ND1030 Lead 200.8 0.015 0.001mg/L 2/22/2016 07:42 3/1/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
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ANALYTICAL REPORTS

SAMPLE CODE: 350700

Customer: EKS Services Inc.
Steve Dancy
7451 Third Street
Suite 110
Detroit, MI 48202

Date/Time Received:

Collected by:

2/22/2016 10:00

K. Nault

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

2/29/2016

Report Notes:

Source: 179405, Waldorf School, Kitchen Sink

Source City: Detroit

Source State:MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

LCR= Lead & Copper Rule

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

ND1022 Copper (LCR) 200.8 1.3 0.002mg/L 2/22/2016 07:25 2/25/20161

0.0031030 Lead 200.8 0.015 0.001mg/L 2/22/2016 07:25 2/25/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
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ANALYTICAL REPORTS

SAMPLE CODE: 350701

Customer: EKS Services Inc.
Steve Dancy
7451 Third Street
Suite 110
Detroit, MI 48202

Date/Time Received:

Collected by:

2/22/2016 10:00

K. Nault

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

2/29/2016

Report Notes:

Source: 179400, Waldorf School, Water
Fountain, 3rd Grade Area

Source City: Detroit

Source State: MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

LCR= Lead & Copper Rule

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

0.0031022 Copper (LCR) 200.8 1.3 0.002mg/L 2/22/2016 07:47 2/25/20161

0.0061030 Lead 200.8 0.015 0.001mg/L 2/22/2016 07:47 2/25/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
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ANALYTICAL REPORTS

SAMPLE CODE: 350702

Customer: EKS Services Inc.
Steve Dancy
7451 Third Street
Suite 110
Detroit, MI 48202

Date/Time Received:

Collected by:

2/22/2016 10:00

K. Nault

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

2/29/2016

Report Notes:

Source: 179406, Waldorf School, Water
Fountain in Basement Next to
Kitchen

Source City: Detroit

Source State: MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

LCR= Lead & Copper Rule

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

0.0321022 Copper (LCR) 200.8 1.3 0.002mg/L 2/21/2016 07:30 2/25/20161

0.0061030 Lead 200.8 0.015 0.001mg/L 2/21/2016 07:30 2/25/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
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ANALYTICAL REPORTS

SAMPLE CODE: 350703

Customer: EKS Services Inc.
Steve Dancy
7451 Third Street
Suite 110
Detroit, MI 48202

Date/Time Received:

Collected by:

2/22/2016 10:00

K. Nault

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

"ND"

"NA"

This contaminant was not detected at or above our lower reporting limit (LRL)

Not Analyzed

556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

National Testing Laboratories, Ltd

2/29/2016

Report Notes:

Source: 179403, Waldorf School, Water
Fountain, 1st by 2nd Grade

Source City: Detroit

Source State: MI

"LRL"

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

Laboratory ID:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

0055

LCR= Lead & Copper Rule

Fed Id # Contaminant Method Standard Level
Detected

Date
Prepped

LRLUnits Date/Time
Sampled

Date/Time
Analyzed

"DF" This column indicates the contaminant dilution factor.

DF

Inorganic Analytes - Metals

0.0021022 Copper (LCR) 200.8 1.3 0.002mg/L 2/22/2016 07:39 2/25/20161

0.0031030 Lead 200.8 0.015 0.001mg/L 2/22/2016 07:39 2/25/20161

James Abston, Operations Manager

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
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