Green S.PACES Protect Qur Earth

Ma & Pa Day Care Provider
Water Sampling Lead Analysis Report

1.INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of Ma &
Pa Daycare Provider, 15398 Gratiot, Detroit M1, on July 28th, 2016. The sample
results taken in conjunction with this investigation are also presented on Appendix
1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Flora
McDougal on July 7th, 2016.

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.
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Results of the tests indicate that the water is above the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix

1).
3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are above the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not
hesitate to contact the undersigned.

Respectfully submitted,

W ¢
onica Starks, CIEC

Michael Etters
Field Scientist Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification

BOARD CERTIFIED

Hquoy
Exp. nlznf1ot 6&@
Sdogs Eovt

Appendix 1, Lab Results, Chain of Custody

17800 Woodward Ave Suite 200
Detroit, MI 48203
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APPENDIX 1
Laboratory Results and Chain of Custody

17800 Woodward Ave Suite 200
Detroit, MI 48203



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 358728
8/10/2016
Customer:  G. S. Group Source: Ma & Pa Daycare, DC-01-KC-01-P
Monica Starks 5 .
17800 Woodward Ave #200 Source City: Detroit

Detroit, Ml 48203 Source State: Mi

Date/Time Received:  8/3/2016 14:00
Collected by: M. Etters

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting fimit (LRL)

"NA" Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

"DF" This column indicates the contaminant dilution factor.

Report Notes:

FedId# Contaminant

These test results may be used for compliance purpose as required.

Analyst | Tests
JP 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 358728 Lead Only Date Printed: 8/10/2016 12:37:50 PM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 358729
8/10/2016
Customer:  G. S. Group Source: Ma & Pa Daycare, DC-01-KC-01-F
Monica Starks . )
17800 Woodward Ave #200 Source City: Detroit
Detroit, Mi 48203 Source State: Mi

Date/Time Received:  8/3/2016 14:00
Collected by: M. Etters
The resuilts herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)

"NA" Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

“LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the faboratory can detect a contaminant.

"DF" This column indicates the contaminant dilution factor.

Report Notes:

These test results may be used for compliance purpose as required.

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 358729 Lead Only Date Printed: 8/10/2016 12:37:50 PM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 358724
8/10/2016
Customer:  G. S. Group Source: Ma & Pa Daycare, DC-01-BBF-02-P
Monica Starks . .
17800 Woodward Ave #200 Source City: Detroit
Detroit, M 48203 Source State: M

Date/Time Received:  8/3/2016 14:00
Collected by: M. Etters
The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resuits are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)

"NA" Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

"DF*" This column indicates the contaminant dilution factor.

Report Notes:

inorganic Analytes - Metals
mglL .

These test results may be used for compliance purpose as required.

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 358724 Lead Only Date Printed: 8/10/2016 12:37:47 PM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 358725
8/10/2016
Customer:  G. S. Group Source: Ma & Pa Daycare, DC-01-BBF-02-F
Monica Starks . )
17800 Woodward Ave #200 Source City: Detroit
Detroit, Ml 48203 Source State: Mi

Date/Time Received:  8/3/2016 14:00
Coliected by: M. Etters
The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)

"NA" Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

"DF" This column indicates the contaminant dilution factor.

Report Notes:

Fedld# Contaminant

1030

These test results may be used for compliance purpose as required.

Analyst
JP

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 358725 Lead Only Date Printed: 8/10/2016 12:37:48 PM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 358726
8/10/2016
Customer:  G.S. Group Source: Ma & Pa Daycare, DC-01-GBF-03-P
Monica Starks . )
17800 Woodward Ave #200 Source City: Detroit
Detroit, Mi 48203 Source State: Ml

Date/Time Received:  8/3/2016 14:00
Collected by: M. Etters
The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)

"NAY Not Analyzed

“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

“"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

“"DF" This column indicates the contaminant dilution factor.

Report Notes:

 DatefTime
n;alyzed: -

103

These test results may be used for compliance purpose as required.

Analyst | Tesls
JP 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 358726 Lead Only Date Printed: 8/10/2016 12:37:49 PM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 358727
8/10/2016
Customer:  G. S. Group Source: Ma & Pa Daycare, DC-01-GBF-03-F
Monica Starks i .
17800 Woodward Ave #200 Source City: Detroit
Detroit, MI 48203 Source State:MI

Date/Time Received:  8/3/2016 14:00
Collected by: M. Etters
The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)

"NA" Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

"DE" This column indicates the contaminant dilution factor.

Report Notes:

Fedld# Contaminant

These test results may be used for compliance purpose as required.

Analyst Tests
JP 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 358727 Lead Only Date Printed: 8/10/2016 12:37:49 PM



National Testing
Laboratories, Ltd.

Order Date:

Qualhty Water AWM

1-800-458-3330 Product:

Sample Paid: No

: EF
Sold To: TSR

G. 8. Group
Monica Starks
17800 Woodward Ave

Detroit Mt 48203

Date Samplsd MZJZ:E:W{&
me Sampled: __\ é) %O Plosse Uss Mibtary Time, .. 3:00pm = 15.00

Check Time Zone: gsr O csg}] MST[PST

15393 ';gﬂb
sEma Number: 3{§« L{Z/" 7({%’6/

Y

i
Sample 1D or Source: DC/ O - Kal ()[./ P

Source Type: [] Spring [ Well municipa! [ Surface
[7] Other:

City & State: %,,k !""it,

Bample Collecied By!

(Slgnature)
Sample Collected By: ‘ ‘

(Piease Print)

Miekd s

PYWS 1D 07 applicablel:

Form Completed By:

Order Number:

Sample Number:

General Compliance

2077784
05/20/2016

358728
IR AE min

Only
Payment Method:

For Laboratory Use ONLY

Lab Accounting Information:

Payment §:

Check #;

Lab Commonts/Special Instructions:

State Forms;

Lab Sample Information;
Date Received: $2 I?> !/ /L

Time Received:_*™1 : 0O

B

Sample receipt criteria chacked & acceptsble,

Deviations from accaptable sample receipt criteria noted
on PSA form.

Recelved By:

dm%mdjts &C)/Mé.mc, % S BM/CM’/
il U4

HOOMPLET

£ INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




General Compliance

Vational Testing
Laboratories, Ltd. Order Number: 2077784 358729
g N T I, Order Date: 05/20/2016 '
Quality Woier dnalysis  Sample Number: IR i
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment $:
Check #
. Lab Comments/Speclal Instructions:
Date Sampled zwf??;mé é’

Time Sampled: A‘W%Mifiéw Please Uss Mittary Time, e.g 3:00pm = 15:00
Check Time Zone: [{EST []CST[JMST[]PST

Cligng KA/' 4 . ;(,
15396 Cudypt
2/3-Y2Z)- ¢85~

IA

Sample 1D or Source: Da./ 01 -Ke-ot *"’F

Source Type: [[] Spring [7] Well [E/Municipal 7] Surface
[7] Other:

Clty & State: : &)WM ) M!’

Smmdlumbaer:

PWE 1D (i applicablel:

(If Differefit than Above)
Sample Collected By: W -p/b
. (Signaturey
Sample Collected By H‘C)f\»—/\ W‘f’-ué
~ (Please Print)

M) &3

Form Completed By:

c%oﬂlmenm; -
@ {t~

Stats Forma:

L.ab Sample Information:
Date Recelved: &2 1 = (1L

Y .00

Recelved By: %?

Sample receipt criteria checked & accaptable.
Deviations from acceptable sample racaipt criteria noted
on PSA form

Time Received:

s 5 olsiza, # ’,,

M&s A%&{‘{f
, v

INCOMPLETE INFORMATION WIAY DELAY ANALYSIS AND/OR INVALIDATE REBULTS




stional F@gg;ﬁg General Compliance

Laberatcﬂes, Lt‘d Order Number: 2077784 %
A Order Date: 05/20/2016 320/

Sample Number: MO A

1-800-458-3330 Product: Lead Only

Sample Paid: No Payment Method:

TSR: EF
Sold To:
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment §:

' Check #:

Lab Commonts/Spealial Instructions:

Date Sampled WZM%’ ‘b

Time Sampled:, é @ Pleass Use Mitary Time, 8.9 3-00pm = 15:00

Check Time Zone: ST [ JCcsTMST P

fMa 4 Pa Costd
16298 Goyackiot”
dEmptiumber: 3&%* L)’L‘ - -‘7‘{@5

PWS ID# (if applicable]: D / i Stato Forms:

Sample (D or Source: @C,« O ?)BP/ O2Z- “
Lab Sampls information:
Source Typer [ Spring [] Well B/Municipal [] Surface Date Recelved: %. / 3 ]Zé

[] Other:
Time Recelved:_} 4 £ O

—~

city 2 stae: kot i Recelved By:___ DI~

(If Different than Abovs)
o ' ﬁSamma receipt criteria checked & accaptable.
Sample Collected By: \/‘ - [[] Deviations from acceptable sample receipt criteria noted
on PSA form.

jignatuta)

Sample Collected %f"y \&; gﬁ%&é
.. (Please Print)

Form Completed By: M‘M ‘ ‘fz{,ﬁ

L—ng"% ML«A S A Awm,ry ai:ﬁws, 15 W& ‘2

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




ational Testing
Labaratories, Ltd

QM Wa,terAmdyM

1-800-458-3330 Product:

Sample Paid: No

TSR: EF
Sold To:
G. S. Group
Monica Starks
17800 Woodward Ave

Detroit Mi 48203

7,28, 16

Time Sampled :M@ML@W Plaase Use Miltary Time, e g 3:00pm = 15:00

Check Time Zone:

Date Samplec

ST [JCsTJMsT[]PST

Dro- Y21-7YBS

Ty

mpumber:

Order Number:
Order Date:
Sample Number:

General Compliance

2077784

0512012016 3011

TR A

Lead Onk!y
Payment Method:

For Laboratory Use ONLY

Lab Accounting Information:
Payment §:

Check #:

Sample 1D or Source: DC,—-—D[ -’%w—— D'Z/’F

Source Type: [] Spring [] Well lg/Municipal [] Surface
[ other:

City & State: ’D,@{ng‘ir i ’ i.

f Diffe:ém than Above)

PWE 1D# {if applicable):

Sample Collected By

(Sssnafm)

o i)

(Plaasa Pnnt)

Mich  Bs

Sample Collects

Form Completed By:

Lab Comments/Speoial Instructions:

Stata Forms:

Lab Sample information:
Date Recelved:_ & 1 3 ) !9

Time Received:_ 2% : OO

Recsived By: _BF

|| sampte receipt criteria checked & accaptable.

[[] Deviations from accaptable sample receipt criteria noted
" on PSA form.

Addlf?al Comhments:
£

lus ,

(% A Olwar(\mf‘l.
U V4

Saughe H 7.,

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

| ‘ Order Number: 2077784 3 8726
Order Date:  05/20/2016 b/ 20
ool e A Sampl Nanbor T
1-800-458-3330 Product: Only
Sample Pald: No Payment Methad:
Saold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting Information:
17800 Waodward Ave
Detroit M 48203 Payment §:
Check #:

Pleass Use Mittary Time, e.g. 3.00pm = 15:00
Check Time Zone: [g‘é'sr [j CST[MST[]PST

Ma & Va Dﬁux
\529% Cmmr
dEmailumber: 3{3—" “" ?J «‘7‘1‘6@

O

Sample 1D or Source; DC, Ol G»EFIO‘Z *"P

Souree Type: [ Spring [7] Well m/Munfcipal [J Surface
[ Other:

City & %mg?»d”v@ ﬂ'— . Ht\.

(if Diiferent than Above)
Sample Collected &ﬁw&/
(Signatu
i) Fﬁém,g
(Please Print)

Michd Phies

PWE 1D# (f apolicable):

Sample Collected By:

Form Completed By:

Lab Comments/Spealal Instructions:

State Forms:

Lab Sample Information:
Date Recelved: 1 & 1L

Time Recelved: /7 : 00

Received By; Q?
Sample recaipt criteria chacked & accaplabls.

Deviations from accaptable sample recaipt criteria noted

on PSA form.

T&xéwe“&“ﬁ;

INCOMPLETE INFORMATION MAY DELAY ANALYSIS A

HOIOR INVALIDATE RESULYS




| National Testing
Laburataries, Ltd

Order Date:

1-800-458-3330 Product:

Sample Pald: No

T8R: EF
Sold To:

G. 8. Group
Monica Starks
17800 Woodward Ave

Detroit Mi 48203

Date Sampl ﬁﬁ Zt LL

Time ﬁé‘éﬂ?ﬁg%’ﬁim(a : ({D Please Use Miltery Time, e. 3.00pm = 1500

Check Time Zone: [Q’ZST CicstmsTJpst

SR Humber: %\3 Yzi- 7(4}@5’

S 1D {if applicable):

Ol
Sample ID or Source: Dﬁz@{ - %‘%”Og"?

Source Type: [] Spring [ Well [Q/Municipal [] Surface

[ Other:
APt

£
{If Différent than Above)

Bample Collected By: i ‘;
(Ploase Pnnt)

“ehd B s

City & State

\Signa&ma)

Farm Completed By:

Order Number:

Sample Number:

General Compliance

2077784
052012016  990/2/

IR RGmwim

Only
Payment Method:

For Laboratory Use ONLY

Lab Ascounting Information:

Payment §:

Check #

Lab Comments/Special Instructions:

Stato Forms:

H

Lab Sample information:
Date Received:_ 2 | > 114
Time Recelved:_J™ : OD

Recelved By: BQ

Sample receipt criteria checked & accsptable.

Deviations from accaptable sample receipt criteria notad
on PSA form.

wwj 1< A d«mmm “‘t’h:s 1% M

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/IOR IMVALIDATE RESULTS




